Cold storage is a key element for long term preservation and distribution of perishable items. A large quantity of perishable items is gone wastage every year due to inadequate storage facility in the countries like India. Their energy extensive refrigeration process makes them accountable for substantial share of total energy consumption in the country. Moreover, energy inefficiency in operation and building designs in the existing cold storages inhibits expansion of desirable storage facility. This study aims to explore the building and refrigeration system's parameters that may influence the overall energy consumption in the storage. A survey was conducted in ten Indian potato cold storages and detail data of their energy consumption, building construction and refrigeration systems was collected. The collected data was analyzed quantitatively and qualitatively. Trend analysis technique was also used to establish relationship between specific energy consumption and identified parameters. Results show that the utilization factor has major impact on the energy consumption in the storages and the existing cold storages are not utilizing their storage capacities fully. Comparatively higher energy consumption was observed in the cold storages that have low utilization factors. Building aspect ratios and effective U-value of the building envelop were also identified one of the crucial parameters that can play a major role to improve the energy performance of the cold storages. As expected, a negligible variation in the specific energy consumption of the storages with the specific installed refrigeration systems and AHUs was observed.
Introduction
Energy crises, global warming and food security are major concerns for the whole world and need to be given immediate attention. Cold storages are essential for food security as well as for quality of perishable items, however, operation of the storages is an energy extensive process and consumes substantial amount of the total energy consumption in the countries like India. As of 2012, India had approximately 6,300 cold storages, with a total storage capacity of 30.11 million metric tons. Recently, it was estimated that the cold storage capacity in India needs to doubled, to a total of 61.13 million metric tons, to accommodate the yearly production of the perishable food items in the country (Sridar, 2013) . Despite that more than 80% of the existing storage facility is being used for potato, fruits and vegitables storage only (Singh, Singh, & Lazarus, 2014) , a sizable quantity (approximately 10-15%) of the total potato production is gone wastage every year due to lack of sufficient storage facility in the country (Agriwatch, 2012) . Also, the Indian cold storages are mainly run on the grid electricity and their energy expenses account approximately 28% of the total costs (TERI, 2012) . Therefore, the energy performance of the existing cold storage facility needs to be assessed and discussed properly because the poor performance of the storage facilities not only increase the energy consumption but also responsible for low quality of refrigerated product (Gottschalk, K., Nagy, L., 2003; Nourian, F., Ramaswamy, H.S., 2003) . In recent past, few researchers have emphasized to improve the energy efficiency and operation in the potato storages in different parts of the world including India (Chourasia & Goswami, 2009; Hasse, H., Becker, M., Grossmann, K., Maurer, 1996; Marchant, A.N., Lidstone, P.H. and Davies, 1994; USAID, 2009; Xie, J., Qu, X.H., Shi ,J.Y. and Sun, 2006) . Chourasia and Goswami (Chourasia & Goswami, 2009) discussed few important factors that can influence the energy consumption in the potato cold storage. They also suggested some possible solutions to improve the energy performance of the storage. Hasse et al. (Hasse, H., Becker, M., Grossmann, K., Maurer, 1996) accessed the potential for energy savings by improving automation and control in the refrigeration system. Devres and Bishop (Devres, Y. O. and Bishop, 1995) studied the energy consumption, using a theoretical model, in a real potato cold storage in the UK climate. Xie et al. (Xie, J., Qu, X. H., Shi, J. Y. and Sun, 2006) analysed several design parameters such as corner baffle, the stack mode of foodstuffs for a minitype cold storage and analysed the parameters that affect the flow field in the storage. Marchant and coworkers Marchant, A.N., Lidstone, P.H. and Davies, 1994) designed a part of an expert system controller by using artificial intelligent techniques to improve the indoor environment as well as the energy performance of the cold storage. Moreover, few researchers also suggested the refrigeration units, which can run on solar energy (Grenier, Ph., Guilleminot, J.J., Meunier and Pons, 1988; Oertel, K. and Fischer, 1998) and biomass energy (Anbazhaghan, Saravanan, & Renganarayanan, 2005) .
Despite numerous efforts that were made in this area, effect of building and refrigeration system's parameters on the energy consumption in the potato storage has hardly been explored. This study aims to identify and figure out the parameters those can influence energy consumption in existing potato cold storages and can be helpful in further development of new energy efficient cold storages. In this study, particularly, the impact of aspect ratio and effective overall heat transfer coefficient on the energy consumption in the potato cold storages were discussed using the trend analysis. Also, the variation in energy consumption with capacity utilization factor was analyzed. Results of this study could be important reference materials for the cold storage designers, architects, consultants and owners for assessing the energy consumption patterns in the existing storages and selecting a more accurate approach for future development of the energy efficient storages. However, study is limited for a small cluster in the composite climate and possibly results may vary in other parts of the same climate or in other climatic zones. Therefore, similar studies in other climatic zones are suggested, which could lead to more generalized results.
Methodology

Study Region
A survey, for energy consumption, building and refrigeration systems' parameters, was conducted in a few potato cold storages in and around Indore City. The city is located in the mid-western part of India, South of the Tropic of Cancer (22.71 o N, 75.91 o E), and has been selected one of the special economic zones (SEZs) in India ("Indore Special Economic Zone," 2003). The city has maximum number of cold storages (approximately 52) in the region (Singh et al., 2014) , which play a vital role in regulating the demand of perishable products in the region. More than 50% of the existing storage facility is being used for potato storage only (Singh et al., 2014) . The climate of the Indore is described as composite climate having three distinct seasons summer, monsoon and winter.
Data Collection and Analysis
Present study intends to determine the energy consumption pattern in the potato cold storages through field survey and experimental procedures. The energy consumption and other detail were collected from a few cold storages in the selected region using sample survey technique. A detailed questionnaire was prepared and supplied randomly to the potato cold storages. The surveyed cold storages were a mix of private and cooperative categories. Responsible people e.g. owners, managers and operators at each of the cold storages were asked to answer all the questions stated in the questionnaire. The information was asked in the questionnaire specifically to obtain data about their electrical energy consumptions, storage patterns, construction pattern, design features, aspect ratios and orientation of the storage building as well as types of refrigeration system, frequency of use and their capacities which were being used. Also, the surveyed cold storages were visited physically a number of times for validating the information obtained through the questionnaire and to enable the respondents answer correctly to the questions in the questionnaire. Moreover, a few selected persons for example owner, manager and operator were interviewed and information, on technical, economic and social challenges in running the storages, were collected. In this article, only relevant information is presented. The monthly electricity bills were also collected directly from the responsible energy supplying agency in the region to justify and maintain the accuracy and completeness of the energy consumption data of the surveyed cold storages, All of the received questionnaires were examined carefully and only ten questionnaires, which had most of the desirable information and covered complete range of storage capacities, were analyzed quantitatively. The storage capacities of the selected cold storages vary between 6000 tons and 15000 tons (Singh, R., Singh, S.P., 2010 The energy consumption and stored potato data were collected for the selected cold storages for four consecutive years. Yearly storage pattern of potato in the storages and their respective specific energy consumptions (SEC) are presented in Figure 1 and Table 1 respectively. 
Building Construction Pattern
The buildings were found to be constructed with a slanted type roof made of a corrugated sheet of tin or asbestos cement sheets. The buildings also have a false flat ceiling under the slanted roof, which keeps outdoor and indoor environment separate. Section between the slanted roof and the false ceiling also has a few windows, which allow continuous exchange of the air in the section with the ambient air. This air exchange helps to remove the heat effect created by the solar radiation falling directly on the slanted roof section. The air gap between the slanted part and the flat ceiling also created an extra insulation, which reduces the heat transfer between storage chamber and the outdoor ambient environment. In all of the cold storages, similar construction pattern was observed. The construction materials used in the construction of the storage buildings are mainly bricks, thermocole insulation, wooden rafter, wood powder, plaster and asphalt sheet. The buildings also have a www.ccsenet.org/eer Energy and Environment Research Vol. 4, No. 3; few columns and beams made of RCC, however, effect of column and beams were not taken into consideration in this study. It can be observed from the data that the construction materials used in the construction of the cold storages' buildings are same, however, thicknesses of some construction materials vary. The thickness and arrangements of construction materials observed in the construction of walls and roof in the selected storage buildings are given in Tables 2 and 3 . A representative arrangement for the wall and the flat ceiling constructions is shown in Figure 2 . Thickness of each layer in actual construction varies from one building to other (See Tables 2 & 3 Vol. 4, No. 3; Figure 2. Construction patterns of wall and roof
Calculation of Ueff
In this study, U eff represents effective overall heat transfer coefficient for complete building envelop and is estimated by following equation:
(1) Where U r , U w , A r , A w represent overall heat transfer coefficients and area of roof and walls respectively.
The overall heat transfer coefficient is calculated using the following general formula:
Where h i , h o are heat transfer coefficients for inner and outer layer of air films, l 1 ,l 2 …..l n and k 1 , k 2 , …..k n are thicknesses and thermal conductivities for the construction materials used in layer 1, layer 2….layer n respectively.
The effects of convection and radiation on the inner and outer surfaces of building components (e.g. walls and roof) are usually included in the combined heat transfer coefficients h i and h o , respectively. The conductivities of each the construction materials used in the calculation is listed in Table 4 . The thicknesses of the construction layers used in the calculation of overall U-factor of the buildings' components and eventually U eff of the building envelops were taken from the Tables 2 and 3. Surface area of each surface was calculated using the building dimensions given in Table 5 . The U eff has been correlated with the energy consumption later in the results and discussion section. 
Refrigeration System
During the survey, it was observed that in all cold storages, a conventional vapour compression refrigeration (VCR) system is being used to produce desirable indoor storage environmental conditions. The temperature and humidity in all the surveyed storages were found to be maintained at 4 o C and between 80 and 95% respectively. Compressors, condensers and air handling units are main components of refrigeration unit. It was noted that reciprocating heavy duty compressors are being used in all the selected storages. The pictorial view of the compressor room in the refrigeration system used in one of the surveyed cold storages is shown in Figure 3 . Two types of air handling units, i) bunker type and ii) fan coil units (FCUs) are being used for air circulation and maintain the temperature in the refrigerated chambers (Figure 4) . About 80 percent of the cold storages were found to be using bunker type air handling units and other 20% are using fan coil unit. The air handling units were found to be installed in the upper most section of the cold storages chambers and are being used to re-circulate the indoor air continuously. It was also informed by responsible persons that the highly CO 2 concentrated indoor air of the storage chambers is completely replaced with fresh outdoor air once every day. The process of air replacement is generally taken place in the early morning hours( between 2 am and 4 am) or www.ccsenet.org/eer Energy and Environment Research Vol. 4, No. 3; when ambient air is at minimum temperature level of the day, so that the risk of high cooling load due to higher ambient temperature could be avoided. 
Results and Discussions
The energy consumption pattern of the cold storages is represented by the specific energy consumption, which is could be a suitable parameter to compare the energy performance of the storages. The table 1 show that the yearly specific energy consumption varies between 9.00 and 15.56kWh/ton, 8.90 and 16.82kWh/ton, 9.64 and 26.08kWh/ton and 9.66 and 21.47kWh/ton for years IV, III, II and I respectively. An average specific energy consumption varies between 9.8 and 16.2 kWh/ton/year. This large variation could be due to variation in operation pattern and difference in refrigeration system's performance. The variation also indicates the possibilities of a significant energy savings in some of the storages by implementing appropriate energy saving measures. Some of the possible measures to improve the energy efficiency in the cold storages were discussed in our previous study (Singh, R., Singh, S.P., 2010) . The variation in specific energy consumption could also be influenced by the building and refrigeration systems' parameters (e.g. capacity utilization factor (CUF), overall heat transfer coefficient (U eff ), aspect ratios of buildings, capacities of refrigeration units and air handling units).
To assess the possible relationship between these parameters and the energy consumptions, trend analysis were used. The trend analysis is particularly helpful for identifying the general behavior of the interpreter and also examines changes in its behavior across the whole spectrum of its numerical values.
Effect of Capacity Utilization
During the survey, it was observed that only a small fraction of total storage capacities of the cold storages were utilizing. The capacity utilization may depend on the crop yield in the respective year and demand of the produce in the market. If crop yield is high, a higher storage capacity will require to accommodate the maximum produce, while higher market demand may lead to lower storage requirement. The cold storage capacity utilization factor is determined as follows:
Used capacity of cold storage(tons) Capacity utilization factor Full capacity of cold storage(tons) =
Figure 5. shows the relationship between the average specific energy consumption as a function of capacity utilization factor.
www Vol. 4, No. 3; Figure 5. SEC vs. capacity utilization It can clearly be observed from Fig.5 that the capacity utilization factor influences the specific energy consumption significantly. An average negative slope of the SEC with changes in CUF was estimated 14.163kWh/ton that means the increase in CUF by 0.1 decreases the energy consumption by 1.46kWh/ton. The negative slope of the trend line indicates higher energy performance for higher utilization of the storage, which is obvious. It would also be worth to mention here that none of the storage showed the capacity utilization factor 1. The low range of CUF varies between 0.2 and 0.6 is an indication of poor utilization of the storage facility and huge potential of maximizing energy efficiency of the potato storages. If the storages utilize their storage capacities at maximum strength, the current minimum energy consumption rate, 9kWh/ton/year, could be reduced further by a significant factor. Therefore, it is recommended that the maximum utilization of the storage capacities should be ensured. The maximum utilization can be done by dividing the larger storage chambers into many smaller storage chambers connecting with a separate smaller refrigeration unit. A separate assessment is required to optimize the size of the storage chamber, which is not part of this study and can be done separately.
Effect of Aspect Ratio of Building
Shape of the building envelop, determined by aspect ratios, plays a crucial role in the energy performance of the storage because most part of the external surface area of the building expose directly to sun (Singh, S.P., Singh, R.K., Sodha, 2009). Compactness is expressed by the aspect ratios of building envelop for a specified volume. As heat losses are proportional to the building surface area, therefore, higher compactness results in lower heat transfer and improves the energy efficiency. Figure 6 shows the effect of aspect ratios of building envelop on the average specific energy consumption. In this figure, data from only single chamber cold storages (C,D,E,H,I and J) is presented due to unavailability of separate energy data for each buildings attached with the same refrigeration system. For example, cold storage A has two buildings with different dimensions and orientation and operated using a combined refrigeration system consists a few compressors, a condenser and separate air handling units. Capacity utilization factor(ton/ton) Specific energy consumption(kWh/ton) www.ccsenet.org/eer Energy and Environment Research Vol. 4, No. 3; Figure 6. SEC vs. aspect ratios It can be observed from the fig.6 that the average specific energy consumption varies with the aspect ratios of the cold storages. The building of the aspect ratios W/L=0.64, H/L=1 was found to be the most energy efficient one. The buildings of the aspect ratios of W/L=0.33, H/L=0.8 and W/L=0.43, H/L=0.63 demand a higher energy compare to the best one but the difference is not significant. Best option in terms of energy efficiency might change with location and climatic condition and, therefore, similar studies for other locations in same climatic zone and/or other climatic zones are suggested for generalizing the results. Moreover, a separate analysis is required for the cold storages having multiple buildings served by the one refrigeration system.
Effect of U Value
As discussed previously in section 2.2.3, the overall heat transfer coefficient of building envelop is another important parameter that affects the thermal performance of the building critically. The U-value entirely depends on the materials used in the construction and their thicknesses. Figure 7 shows a liner relationship between the overall effective heat transfer coefficient and the specific energy consumption of the cold storages. Though the relationship is not very strong but a higher specific energy demand can be observed for higher effective heat transfer coefficient as expected. A separate study for an optimization of effective overall heat transfer coefficient values, for minimum energy demand, is required for the storage buildings in different climates including composite climate. 
Effect of Size of Refrigeration and Air Handling Units
In this section, an effect of refrigeration and air handling units on the energy consumption in the cold storages was also discussed. Figures 8 & 9 show the variation in specific energy consumption with installed specific refrigeration and AHU capacities. It should be worth to mention that, the installed specific capacities were calculated based on the designed storage capacities of the storages and not for the stored produced at the time of survey. The results presented in Fig. 8 show an unnoticeable increase in the average specific energy consumption the with specific installed refrigeration capacity. Moreover, R 2 value show that there is not a considerable relationship between two parameter which was expected. The variation in the average specific energy consumption could be due to varying solar thermal loads of buildings having different aspect ratios for equal storage capacities. Fig. 9 shows a negative relationship, however, again low R 2 value indicate the independency of the average specific energy consumption on the installed AHU capacities. The variation in the energy demand could be due to similar reasons explained for installed refrigeration capacities. A further similar analysis can be done with large number of sample size in other climates and locations to develop common and more effective design guidelines for developing new and energy efficient cold storages.
Conclusion
A survey was conducted, in ten potato cold storages, for their energy consumptions, storage patterns, construction patterns of buildings and the installed refrigeration systems. Based on the collected that impact of various building parameters i.e. aspect ratios and U eff , and utilization capacity was analyzed and discussed. It was observed that the specific energy consumption varies between 9kWh/ton/year and 26kWh/ton/year among www.ccsenet.org/eer Energy and Environment Research Vol. 4, No. 3; the surveyed cold storages. This huge variation indicate a substantial potential to improve the energy efficiency in the cold storages. Moreover, a poor utilization factor observed between 0.2 and 0.6, which indicates partial utilization of the available storage capacity. The energy consumption in the cold storages with low utilization factor was observed higher which means operating the storage in partially filled condition is not a good practice from energy efficiency point of view. The capacity utilization factor could be increased by creating a number of smaller storage chambers, instead of one bigger chamber, connected with a separate refrigeration unit. The aspect ratios of building envelops and effective U-value also influence the energy consumption significantly. Therefore, dimensions of the storage buildings, construction materials and their thicknesses should be decided wisely beforehand the final construction. Results also reveal that the specific energy consumption found almost invariant with the installed specific refrigeration and AHU capacities as expected.
